
190802023TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Rachel Barkworth
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510

Meadow Mtn Water Supply CO0207504
Date Reported: 8/13/19

Task No.: 190802023

Matrix: Water - Drinking

Date Received: 8/2/19

Client Project:
Client PO:

Distribution EntryCustomer Sample ID

Test Method Date Analyzed

190802023-01Lab Number:
Sample Date/Time: 8/1/19 9:30 AM

MLResult Analyzed By
Bicarbonate SM 2320-B      10.3 mg/L as CaCO3 8/7/190.1 CSN
Calcium as CaCO3 EPA 200.7       4.7 mg/L 8/7/190.1 MBN
Carbonate SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Hydroxide SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Langelier Index SM 2330-B     -3.39 units 8/8/19 SAN
pH SM 4500-H-B      6.80 units 8/2/190.01 Sampler
Temperature SM 4500-H-B         9 °C 8/2/191 Sampler
Total Alkalinity SM 2320-B      10.3 mg/L as CaCO3 8/7/190.1 CSN
Total Dissolved Solids SM 2540-C        33 mg/L 8/7/195 ISG

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

DATA APPROVED FOR RELEASE BY

ML = Minimum Level = LRL = RL
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:

190802023
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190802023TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Rachel Barkworth
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510

Meadow Mtn Water Supply CO0207504
Date Reported: 8/13/19

Task No.: 190802023

Matrix: Water - Drinking

Date Received: 8/2/19

Client Project:
Client PO:

Distribution MauermanCustomer Sample ID

Test Method Date Analyzed

190802023-02Lab Number:
Sample Date/Time: 8/1/19 9:30 AM

MLResult Analyzed By
Bicarbonate SM 2320-B       9.5 mg/L as CaCO3 8/7/190.1 CSN
Calcium as CaCO3 EPA 200.7       4.5 mg/L 8/7/190.1 MBN
Carbonate SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Hydroxide SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Langelier Index SM 2330-B     -3.30 units 8/8/19 SAN
pH SM 4500-H-B      6.90 units 8/2/190.01 Sampler
Temperature SM 4500-H-B        13 °C 8/2/191 Sampler
Total Alkalinity SM 2320-B       9.5 mg/L as CaCO3 8/7/190.1 CSN
Total Dissolved Solids SM 2540-C        18 mg/L 8/7/195 ISG

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

DATA APPROVED FOR RELEASE BY

ML = Minimum Level = LRL = RL
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
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190802023TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Rachel Barkworth
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510

Meadow Mtn Water Supply CO0207504
Date Reported: 8/13/19

Task No.: 190802023

Matrix: Water - Drinking

Date Received: 8/2/19

Client Project:
Client PO:

Distribution EntryCustomer Sample ID

Test Method Date Analyzed

190802023-04Lab Number:
Sample Date/Time: 8/2/19 8:00 AM

MLResult Analyzed By
Bicarbonate SM 2320-B       9.7 mg/L as CaCO3 8/7/190.1 CSN
Calcium as CaCO3 EPA 200.7       4.7 mg/L 8/7/190.1 MBN
Carbonate SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Hydroxide SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Langelier Index SM 2330-B     -3.32 units 8/8/19 SAN
pH SM 4500-H-B      6.90 units 8/2/190.01 Sampler
Temperature SM 4500-H-B         9 °C 8/2/191 Sampler
Total Alkalinity SM 2320-B       9.7 mg/L as CaCO3 8/7/190.1 CSN
Total Dissolved Solids SM 2540-C        15 mg/L 8/7/195 ISG

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

DATA APPROVED FOR RELEASE BY

ML = Minimum Level = LRL = RL
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
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190802023TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Rachel Barkworth
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510

Meadow Mtn Water Supply CO0207504
Date Reported: 8/13/19

Task No.: 190802023

Matrix: Water - Drinking

Date Received: 8/2/19

Client Project:
Client PO:

Distribution MauermanCustomer Sample ID

Test Method Date Analyzed

190802023-05Lab Number:
Sample Date/Time: 8/2/19 6:00 AM

MLResult Analyzed By
Bicarbonate SM 2320-B       8.8 mg/L as CaCO3 8/7/190.1 CSN
Calcium as CaCO3 EPA 200.7       4.7 mg/L 8/7/190.1 MBN
Carbonate SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Hydroxide SM 2320-B     < 0.1 mg/L as CaCO3 8/7/190.1 CSN
Langelier Index SM 2330-B     -3.32 units 8/8/19 SAN
pH SM 4500-H-B      6.90 units 8/2/190.01 Sampler
Temperature SM 4500-H-B        13 °C 8/2/191 Sampler
Total Alkalinity SM 2320-B       8.8 mg/L as CaCO3 8/7/190.1 CSN
Total Dissolved Solids SM 2540-C        14 mg/L 8/7/195 ISG

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

DATA APPROVED FOR RELEASE BY

ML = Minimum Level = LRL = RL
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
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