
210903015TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Barry Mauerman
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510
 

Meadow Mtn Water Supply CO0207504
Date Reported: 9/10/21

Task No.: 210903015

Matrix: Water - Drinking

Date Received: 9/3/21

Client Project:
Client PO:

Distribution - EntryCustomer Sample ID

210903015-02Lab Number:
Sample Date/Time: 9/2/21 11:45 AM

MCLTest Method Date AnalyzedRLResult Analyzed ByQC Batch ID

  
  

Chloride EPA 300.02.2 mg/L 9/3/210.1  mg/L MAT QC52019
Phosphate - Ortho (as P) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Phosphate - Ortho (as PO4) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Sulfate EPA 300.01.6 mg/L 9/3/210.1  mg/L MAT QC52022

Phosphorus - Total EPA 365.1ND  9/8/210.05  mg/L MBNQC52051

Bicarbonate SM 2320-B20.4 mg/L as CaCO3 9/8/210.2  mg/L as CaCO3 DPLQC52032
Carbonate SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Hydroxide SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Total Alkalinity SM 2320-B20.4 mg/L as CaCO3 9/8/214.0  mg/L as CaCO3 DPLQC52032

Total Dissolved Solids SM 2540-C37 mg/L 9/8/215  mg/L ISGQC52025

pH SM 4500-H-B7.50 units 9/3/210.01  units Sampler-
Temperature SM 4500-H-B8 °C 9/3/211  °C Sampler-

Total

Calcium as CaCO3 Calculation5.4 mg/L 9/8/210.1  mg/L MBN-

Calcium EPA 200.72.2 mg/L 9/8/210.1  mg/L MBNQC52044
Iron EPA 200.7ND  9/8/210.005  mg/L MBN0.3 QC52044

Manganese EPA 200.8ND  9/8/210.0008  mg/L MBN0.05 QC52043

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

1 / 6
210903015

RL = Reporting Limit = Minimum Level
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
(d) RPD acceptable due to low duplicate and sample concentrations.
(s) Spike amount low relative to the sample amount.
ND = Not Detected at Reporting Limit.
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210903015TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Barry Mauerman
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510
 

Meadow Mtn Water Supply CO0207504
Date Reported: 9/10/21

Task No.: 210903015

Matrix: Water - Drinking

Date Received: 9/3/21

Client Project:
Client PO:

Distribution - MauermanCustomer Sample ID

210903015-03Lab Number:
Sample Date/Time: 9/2/21 12:30 PM

MCLTest Method Date AnalyzedRLResult Analyzed ByQC Batch ID

  
  

Chloride EPA 300.02.3 mg/L 9/3/210.1  mg/L MAT QC52019
Phosphate - Ortho (as P) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Phosphate - Ortho (as PO4) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Sulfate EPA 300.01.5 mg/L 9/3/210.1  mg/L MAT QC52022

Phosphorus - Total EPA 365.1ND  9/8/210.05  mg/L MBNQC52051

Bicarbonate SM 2320-B19.7 mg/L as CaCO3 9/8/210.2  mg/L as CaCO3 DPLQC52032
Carbonate SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Hydroxide SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Total Alkalinity SM 2320-B19.7 mg/L as CaCO3 9/8/214.0  mg/L as CaCO3 DPLQC52032

Total Dissolved Solids SM 2540-C31 mg/L 9/8/215  mg/L ISGQC52025

pH SM 4500-H-B7.20 units 9/3/210.01  units Sampler-
Temperature SM 4500-H-B15 °C 9/3/211  °C Sampler-

Total

Calcium as CaCO3 Calculation5.0 mg/L 9/8/210.1  mg/L MBN-

Calcium EPA 200.72.0 mg/L 9/8/210.1  mg/L MBNQC52044
Iron EPA 200.70.103 mg/L 9/8/210.005  mg/L MBN0.3 QC52044

Manganese EPA 200.80.0020 mg/L 9/8/210.0008  mg/L MBN0.05 QC52043

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

2 / 6
210903015

RL = Reporting Limit = Minimum Level
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
(d) RPD acceptable due to low duplicate and sample concentrations.
(s) Spike amount low relative to the sample amount.
ND = Not Detected at Reporting Limit.
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210903015TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Barry Mauerman
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510
 

Meadow Mtn Water Supply CO0207504
Date Reported: 9/10/21

Task No.: 210903015

Matrix: Water - Drinking

Date Received: 9/3/21

Client Project:
Client PO:

Distribution - EntryCustomer Sample ID

210903015-04Lab Number:
Sample Date/Time: 9/3/21 8:25 AM

MCLTest Method Date AnalyzedRLResult Analyzed ByQC Batch ID

  
  

Chloride EPA 300.02.2 mg/L 9/3/210.1  mg/L MAT QC52019
Phosphate - Ortho (as P) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Phosphate - Ortho (as PO4) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Sulfate EPA 300.01.4 mg/L 9/3/210.1  mg/L MAT QC52022

Phosphorus - Total EPA 365.1ND  9/8/210.05  mg/L MBNQC52051

Bicarbonate SM 2320-B19.8 mg/L as CaCO3 9/8/210.2  mg/L as CaCO3 DPLQC52032
Carbonate SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Hydroxide SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Total Alkalinity SM 2320-B19.8 mg/L as CaCO3 9/8/214.0  mg/L as CaCO3 DPLQC52032

Total Dissolved Solids SM 2540-C37 mg/L 9/8/215  mg/L ISGQC52025

pH SM 4500-H-B7.40 units 9/3/210.01  units Sampler-
Temperature SM 4500-H-B8 °C 9/3/211  °C Sampler-

Total

Calcium as CaCO3 Calculation5.3 mg/L 9/8/210.1  mg/L MBN-

Calcium EPA 200.72.1 mg/L 9/8/210.1  mg/L MBNQC52044
Iron EPA 200.7ND  9/8/210.005  mg/L MBN0.3 QC52044

Manganese EPA 200.8ND  9/8/210.0008  mg/L MBN0.05 QC52043

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

3 / 6
210903015

RL = Reporting Limit = Minimum Level
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
(d) RPD acceptable due to low duplicate and sample concentrations.
(s) Spike amount low relative to the sample amount.
ND = Not Detected at Reporting Limit.
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210903015TASK NO:

Analytical Results

Meadow Mountain Water Company
Barry Mauerman

Company:
Report To:

Company:
Bill To:

P.O. Box 162
Allenspark CO  80510
 

Barry Mauerman
Meadow Mountain Water Company
P.O. Box 162
Allenspark CO  80510
 

Meadow Mtn Water Supply CO0207504
Date Reported: 9/10/21

Task No.: 210903015

Matrix: Water - Drinking

Date Received: 9/3/21

Client Project:
Client PO:

Distribution - MauermanCustomer Sample ID

210903015-05Lab Number:
Sample Date/Time: 9/3/21 7:15 AM

MCLTest Method Date AnalyzedRLResult Analyzed ByQC Batch ID

  
  

Chloride EPA 300.02.2 mg/L 9/3/210.1  mg/L MAT QC52019
Phosphate - Ortho (as P) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Phosphate - Ortho (as PO4) EPA 300.0ND  9/3/210.01  mg/L MAT QC52023
Sulfate EPA 300.01.5 mg/L 9/3/210.1  mg/L MAT QC52022

Phosphorus - Total EPA 365.1ND  9/8/210.05  mg/L MBNQC52051

Bicarbonate SM 2320-B19.1 mg/L as CaCO3 9/8/210.2  mg/L as CaCO3 DPLQC52032
Carbonate SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Hydroxide SM 2320-BND  9/8/210.2  mg/L as CaCO3 DPLQC52032
Total Alkalinity SM 2320-B19.1 mg/L as CaCO3 9/8/214.0  mg/L as CaCO3 DPLQC52032

Total Dissolved Solids SM 2540-C33 mg/L 9/8/215  mg/L ISGQC52025

pH SM 4500-H-B7.40 units 9/3/210.01  units Sampler-
Temperature SM 4500-H-B14 °C 9/3/211  °C Sampler-

Total

Calcium as CaCO3 Calculation5.1 mg/L 9/8/210.1  mg/L MBN-

Calcium EPA 200.72.0 mg/L 9/8/210.1  mg/L MBNQC52044
Iron EPA 200.70.089 mg/L 9/8/210.005  mg/L MBN0.3 QC52044

Manganese EPA 200.80.0019 mg/L 9/8/210.0008  mg/L MBN0.05 QC52043

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507

4 / 6
210903015

RL = Reporting Limit = Minimum Level
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
(d) RPD acceptable due to low duplicate and sample concentrations.
(s) Spike amount low relative to the sample amount.
ND = Not Detected at Reporting Limit.
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Project Name:
Receive Date:

Meadow Mtn Water Supply CO0207504
9/3/21

210903015TASK NO:

Analytical QC
Summary

Report To:
Company:

Barry Mauerman
Meadow Mountain Water Company

    QC Batch ID        Result Method  Test     QC Type
Total Alkalinity QC52032 ND SM 2320-BBlank
Chloride QC52019 ND EPA 300.0Blank
Manganese QC52043 ND EPA 200.8Method Blank
Calcium QC52044 ND EPA 200.7Method Blank
Iron QC52044 ND EPA 200.7Method Blank
Phosphate - Ortho (as P) QC52023 ND EPA 300.0Blank
Phosphate - Ortho (as PO4) QC52023 ND EPA 300.0Blank
Sulfate QC52022 ND EPA 300.0Blank
Total Dissolved Solids QC52025 ND SM 2540-CBlank
Phosphorus - Total QC52051 ND EPA 365.1Blank

 QC Batch ID Method% RecTest Limits QC Type RPD
Total Alkalinity SM 2320-BQC52032 -0 - 20Duplicate 0.7

100.590 - 110LCS -
Chloride EPA 300.0QC52019 -0 - 20Duplicate 19.4

109.690 - 110LCS -
109.875 - 125MS -

Manganese EPA 200.8QC52043 96.290 - 110LCS -
100.770 - 130MS -

-0 - 10MSD 0.1
Calcium EPA 200.7QC52044 -0 - 20Duplicate 1.5

105.390 - 110LCS -
97.675 - 125MS -

Iron EPA 200.7QC52044 -0 - 20Duplicate 0.0
103.590 - 110LCS -
104.375 - 125MS -

Phosphate - Ortho (as P) EPA 300.0QC52023 -0 - 20Duplicate 0.0
Phosphate - Ortho (as PO4) EPA 300.0QC52023 -0 - 20Duplicate 0.0

93.490 - 110LCS -
100.075 - 125MS -

Sulfate EPA 300.0QC52022 -0 - 20Duplicate 19.8
109.790 - 110LCS -
110.975 - 125MS -

Total Dissolved Solids SM 2540-CQC52025 -0 - 20Duplicate 1.2
100.785 - 115LCS -

Phosphorus - Total EPA 365.1QC52051 -0 - 20Duplicate 0.0
95.590 - 110LCS -
100.575 - 125MS -

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507
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210903015

RL = Reporting Limit = Minimum Level
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
(d) RPD acceptable due to low duplicate and sample concentrations.
(s) Spike amount low relative to the sample amount.
ND = Not Detected at Reporting Limit.
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All analyses were performed in accordance with approved methods under the latest revision to 40 CFR Part 136 unless otherwise 
identified. Based on my inquiry of the person or persons directly responsible for analyzing the wastewater samples and generating the 
report (s), the analyses, report, and information submitted are, to the best of my knowledge and belief, true, accurate, and complete.

DATA APPROVED FOR RELEASE BY

10411 Heinz Way   / Commerce City, CO  80640  /  303-659-2313
Mailing Address: P.O. Box 507  /  Brighton, CO  80601-0507
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210903015

RL = Reporting Limit = Minimum Level
mg/L = Milligrams Per Liter or PPM
ug/L = Micrograms Per Liter or PPB
mpn/100 mls = Most Probable Number Index/ 100 mls
Date Analyzed = Date Test Completed

Abbreviations/ References:
(d) RPD acceptable due to low duplicate and sample concentrations.
(s) Spike amount low relative to the sample amount.
ND = Not Detected at Reporting Limit.
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